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MUAYENE VE DENEY RAPORU 0818
TEST REPORT

Deneyi Talep Eden :  ERMETSAN CELIK KAPI SAN.VE TIC.LTD.STI.
(Ads,Adresi,Sehir vb.)

(ORG.SAN.BOL.2.CAD.NO:18 Melikgazi Melikgazi-K AYSERI)
Customer (Name,Adress,City etc.)

Deney Talep Tarihi/No ¢ 07.08.2018 /222682

Order Date / No

Numunenin Tanimi ¢ 423738,Yangm Kapis, Ermetsan , Tek Kanath Yangin Gikis Kapist , -, -, 1.00 adet
(No,Cins, Marka, Tip, Tiir, Model vb.)

Sam ple Description(wo, Type,MarkModel 423738, Fire Exit Door,Ermetsan,Single Leafed Fire Exit Door,-,- 1,00 item

etc,)

Numune Kabul Tarihi : 03.08.2018

Test Item Receipt Date
Sample delivered to laboratory by sponsor.

Deneylerin Yapildig: Tarih ¢ 03.08.2018 - 07.08.2018

Date of Test

Uygulanan Standard / Metod ¢ TS EN1634-1:2014-04 Yangina dayaniklilik deneyleri-Kap1 ve kepenkler-Bolim 1:
Yangin kapilar1 ve kepenkleri

Applied Standard/Method TS EN 1634-1:2014-04 Fire resistance and smoke control tests for door and shutter
assemblies, openable windows and elements of building hardware - Part 1: Fire
resistance test for door and shutter assemblies and openable windows

Raporun Sayfa Sayisi 30

Number of pages of the report

Ag¢iklamalar : 207041 talep numarast ile gelen 398705 numarali deney raporunun Ingilizce gevirisidir.
Remarks 1t is english translation of 398705 numbered test report, requested with 207041 request
number.

Tirk Akreditasyon Kurumu(TURKAK) deney raporlarnin taninmasi konusunda Avrupa Akreditasyon Birligi(EA) ve
Uluslararasi Laboratuvar Akreditasyon Birligi(ILAC) ile karsilikli taninma antlasmasini imzalamugtir.

The Turkish Accreditation Acency(TURKAK) is signatory to the multilateral agreements of the European co-operation for the
Accreditation(EA) and of the International Laboratory Accreditation(ILAC) for the Mutual recognation of test reports.

Deney ve/veya 6lgiim sonuglari, genisletilmis 6l¢iim belirsizlikleri (olmas: halinde) ve deney metodlart bu raporun tamamlayici
kismi olan takip eden sayfalarda verilmistir.

The test and/or measurement results, the uncertainties (if applicable) with confidence probability and test methods are given on
the following pages which are part of this report.
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Bu rapor, hazirlayan laboratuvarin yazili izni olmadan kismen kopyalanip gogaltilamaz. imzasiz ve miihiirsiiz raporlar gegersizdir.

Bu rapor, sadece deneyi yapilan numune igin gegerlidir ve “Uriin Belgesi” yerine gegmez.

This test report shall not be reproduced other than in full except with the written permission of the laboratory. Test reports without signature and seal are not valid.
This test report represents only tested sample(s), and shall not be used as Product Certificate
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